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SCHEDULE 3

DESIGN AND CONSTRUCTION SPECIFICATIONS
PART 1. INTERPRETATION
1.1 Definitions
in this Schedule, in addition to the definitions set out in Schedules 1 and 2 of this Agreement:
“BC Building Code” means the British Columbia Building Code;

“Buildings” means the buildings to be constructed on the Site under this Agreement, and
includes all additions and improvements thereto over the period of the agreement;

“Communication Systems” has the meaning set out in Section 7.6 of this Schedule;
“CPTED" means Crime Prevention Through Environmental Design;

“Data Room” means the website established by the Authority and containing documents related
to the Project;

“End-Use Equipment” has the meaning set out in Section 7.6 of this Schedule;
“Equipment Schedule” means the equipment schedule attached as Appendix 3G;
“Functional Program” has the meaning set out in section 2.2.2 of this Schedule;

“Hospital” means the acute care hospital to be constructed on the Site in accordance with the
Output specifications;

“Indicative Design” has the meaning set out in Section 2.2 of this Schedule;

“Information Technology and Telecommunications Equipment” has the meaning set out in
Section 7.6 of this Schedule;

“Medical/Surgical Inpatient Units” or “Medical/Surgical IPUs” has the meaning set out in
Appendix 3A of this Schedule;

“Output Specification” means the specifications set out in the Schedule;
“Program Requirements” has the meaning set out in Appendix 3A of this Schedule;
“Residential Care” has the meaning set out in Appendix 3A of this Schedule;

“Residential Care Building” means the residential care building to be constructed on the Site in
accordance with the Output Specifications;

“Service Building” means the services building to be constructed in the Site in accordance with
the Output Specifications;
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1.2

13

14

“Site Plan” means the site plan set out in the Indicative Design;

“Stantec” means the Authority’s architectural consultant, Stantec Architecture Lid. and the
Authority’s engineering consultant, Stantec Consulting Ltd;

“Summary of Accommodations” has the meaning set out in Appendix 3A of this Schedule; and
“TAB” means testing, adjusting and balancing.

Overview

The Output Specifications describe key functional requirements for the Design and Construction.

- They are written in the imperative form and except where otherwise expressly stated within the

Output Specifications, all work described in or required by the Output Specifications will be an
obligation of Project Co. All things to be provided, delivered, performed or done by Project Co as
prescribed within the Output Specifications are deemed to be read and to be interpreted as
“Project Co will”.

Interpretation

Where “cost effective”, “appropriate”, “sufficient”, “minimize” and related and similar terms are
used in the Output Specifications, they are to be construed and interpreted in terms whether they
are cost effective, appropriate, sufficient, minimize, etc. from the perspective of a prudent public
owner of a major public hospital that is designed and constructed for the public owner through a
traditional design-bid-procurement model where the prudent public owner balances capital costs
against maintenance, operations, clinical efficiency and all of the cost efficiencies over the life of
the building. :
Acronym List:

AFUE - Annual Fuel Utilization Efficiency

ANSI - American National Standards Institute

ASHRAE - American Society of Heating, Refrigerating and Air-conditioning Engineers

ASME - American Society of Mechanical Engineers

ASPE - American Society of Plumbing Engineers

ASTM - American Society for Testing and Materials

BCICA - British Columbia Insulation Contractors Association

BCLNA - British Columbia Landscape & Nursery Association -

BCSLA - British Columbia Society of Landscape Architects

BICSI - Building Industry Consulting Service international
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